
 

A7575L Series Inspection8/2/13 
We were recently requested to provide a minimum dimension for the retaining collar on the tail piece of 
our A7575L Series 1-3/4” ACME adapters used for filling LPG and NH3 containers. The minimum 
thickness we recommend is 0.100” (2.54 mm); if the thickness drops below this point 
immediately remove from service and replace. If you have any questions on this procedure 
please contact us. 

To inspect the collar (1)remove the retaining clip, (2)slide the handle back from the retaining collar, 
(3)with a set of calipers or other suitable device, measure the thickness of the collar as shown below.  

 

 

 

 

 

 

1. Remove retaining clip 

2. Slide the handle away from the retaining collar 

M-NPT Connection  

1-3/4” F-ACME 
Connection  

3. Measure retaining collar thickness  

.100 inch (2.54 mm) Minimun 

Retaining Collar 

Retaining Collar  

.100 inch (2.54 mm) Minimun 

Handle 
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